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Statement of Qualifications and Limitations 
 
 
The attached Report (the “Report”) has been prepared by AECOM Canada Ltd.  (“Consultant”) for the benefit of the client (“Client”) in 
accordance with the agreement between Consultant and Client, including the scope of work detailed therein (the “Agreement”). 
 
The information, data, recommendations and conclusions contained in the Report (collectively, the “Information”): 
 

‚ is subject to the scope, schedule, and other constraints and limitations in the Agreement and the qualifications 
contained in the Report (the “Limitations”); 

‚ represents Consultant’s professional judgement in light of the Limitations and industry standards for the preparation 
of similar reports; 

‚ may be based on information provided to Consultant which has not been independently verified; 
‚ has not been updated since the date of issuance of the Report and its accuracy is limited to the time period and 

circumstances in which it was collected, processed, made or issued; 
‚ must be read as a whole and sections thereof should not be read out of such context; 
‚ was prepared for the specific purposes described in the Report and the Agreement; and  
‚ in the case of subsurface, environmental or geotechnical conditions, may be based on limited testing and on the 

assumption that such conditions are uniform and not variable either geographically or over time. 
 
Consultant shall be entitled to rely upon the accuracy and completeness of information that was provided to it and has no 
obligation to update such information.  Consultant accepts no responsibility for any events or circumstances that may have 
occurred since the date on which the Report was prepared and, in the case of subsurface, environmental or geotechnical 
conditions, is not responsible for any variability in such conditions, geographically or over time. 
 
Consultant agrees that the Report represents its professional judgement as described above and that the Information has been 
prepared for the specific purpose and use described in the Report and the Agreement, but Consultant makes no other 
representations, or any guarantees or warranties whatsoever, whether express or implied, with respect to the Report, the 
Information or any part thereof. 
 
Without in any way limiting the generality of the foregoing, any estimates or opinions regarding probable construction costs or 
construction schedule provided by Consultant represent Consultant’s professional judgement in light of its experience and the 
knowledge and information available to it at the time of preparation. Since Consultant has no control over market or economic 
conditions, prices for construction labour, equipment or materials or bidding procedures, Consultant, its directors, officers and 
employees are not able to, nor do they, make any representations, warranties or guarantees whatsoever, whether express or 
implied, with respect to such estimates or opinions, or their variance from actual construction costs or schedules, and accept no 
responsibility for any loss or damage arising therefrom or in any way related thereto. Persons relying on such estimates or 
opinions do so at their own risk. 
 
Except (1) as agreed to in writing by Consultant and Client; (2) as required by-law; or (3) to the extent used by governmental 
reviewing agencies for the purpose of obtaining permits or approvals, the Report and the Information may be used and relied 
upon only by Client.  
 
Consultant accepts no responsibility, and denies any liability whatsoever, to parties other than Client who may obtain access to 
the Report or the Information for any injury, loss or damage suffered by such parties arising from their use of, reliance upon, or 
decisions or actions based on the Report or any of the Information (“improper use of the Report”), except to the extent those 
parties have obtained the prior written consent of Consultant to use and rely upon the Report and the Information. Any injury, loss 
or damages arising from improper use of the Report shall be borne by the party making such use. 
 
This Statement of Qualifications and Limitations is attached to and forms part of the Report and any use of the Report is subject 
to the terms hereof. 
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1. Introduction 

AECOM has prepared this report to support the Hamlet of Aklavik’s application for water licence renewal (2014) to 
the Northwest Territories Water Board (NWT WB).  The report presents an overview of the community’s wastewater 
and solid waste infrastructure based on existing information.  The drinking water system is not discussed since that 
system operates under a licence from the Gwich’in Land and Water Board which does not expire until 2019. 
 
A similar report was prepared for the Hamlet’s last application in 2009.  This report focuses on issues and 
improvements at the sewage and solid waste systems from 2009 to 2014.  The report summarizes Aboriginal Affairs 
and Northern Development Canada (AANDC) Inspection Reports, the Hamlet’s Annual Reports, and conversations 
with Hamlet staff.   
 
Information in the following report is presented through a combination of figures and text to provide a complete 
understanding of the community's infrastructure.  The waste systems are illustrated in aerial photos, and tables are 
used throughout the report to summarize information.  The variety of presentation techniques should make the 
information clear and convenient for all stakeholders in the application process. 
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2. Community Brief 

The Hamlet of Aklavik (“Place of the Barren Land Grizzly Bear”) is located on the west shore of the Peel Channel in 
the Mackenzie River Delta.  The community is accessible year-round by air, and can be reached via an ice road from 
Inuvik in the winter. 
   
Aklavik has a history of trapping and was used by the Gwich’in and Inuvialuit peoples as a spot to gather for trading.  
By the 1920’s, Aklavik was a permanent settlement with a Hudson’s Bay trading post, Anglican and Roman Catholic 
missions, and the RCMP regional headquarters.  The community grew to around 1500 people by the 1950’s, mainly 
due to the booming muskrat fur trade, and was the seat of government services in the Mackenzie Delta area.  
However, after severe flooding and erosion in the 1950’s, the Federal Government began construction on Inuvik 
about 50 km to the east, and most services were moved from Aklavik to Inuvik.  Although Aklavik’s population 
declined as people moved to Inuvik, many residents chose to stay.  Today, a large percentage of the community is 
Gwich’in or Inuvialuit and many residents practice traditional activities such as trapping, hunting and fishing. 
 
Table 2-1 presents a brief profile of the community including size, terrain, climate and socio-economic 
characteristics. 
 
Table 2-1: Profile of Aklavik 

Location: 68° 13' N and 135° 0' W. 
Population: 628 in 2012 (NWT Bureau of Statistics). 
Residences: 228 in 2009 (NWT Bureau of Statistics). 
Proximity: 58 air km west of Inuvik, 1143 air km northwest of Yellowknife. 
Weather: Annual Daily Average = -8.2üC. 

July Daily Average = 14.1üC and January Daily Average = -26.9üC. 
(Canadian Climate Normals for nearby Inuvik, 1981 to 2010) 

Precipitation: 11.5 cm of rainfall and 158.6 cm of snowfall annually. 
Vegetation: Aklavik is within the Boreal forest zone.  White spruce (upper delta) or balsam, poplar and black spruce (lower delta) 

grow on high ground, and low lying areas may have willows, alders, marshy vegetation and muskeg (GNWT, 1982). 
Transportation: Accessible by air or ice road in winter, air or boat in summer. 
Economy: Major activities include trapping, hunting and fishing. 
Services: Public School, Health Centre, RCMP Station, Canada Post outlet, etc. 
Geology/Terrain: The delta region surrounding Aklavik is characterized by alluvial deposits of fine sand and silt.  Permafrost is continuous, 

with an active layer between 0.3 and 0.9 m thick. 
Aklavik is about 10 m above sea level, or 3.5 m above summer water level, so flooding is occasionally a problem. 
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3. Infrastructure Descriptions 

This section provides an overview of Aklavik's sewage and solid waste disposal systems.  See Figure 3-2 for the 
locations of the infrastructure described below. 
 
The sewage lagoon and solid waste disposal facilities located at Clearing Lake were built in 1987. 
 

3.1 Sanitary Sewage Facility 

Aklavik’s sewage is collected using trucked pump-out services.  The sewage is treated at the Clearing Lake Sewage 
Lagoon approximately 2 km northwest of the community.  See Figure 3-3 for a site plan of the sewage lagoon.   
 
Sewage is collected by a local contractor, K&D Contracting, using a 9000 L capacity vacuum truck.  The sewage 
truck typically makes six trips/day from Aklavik to the Clearing Lake sewage lagoon. 
 
The sewage is trucked to the lagoon site via a gravel/dirt road.  Sewage is emptied into the lagoon at a truck dump 
on the east side of the lagoon.  The trucks empty into the lagoon through a discharge chute which was built in 2011 
or 2012. 
 
The truck discharge area is identified by a sign.  Surveillance Network Program (SNP) station number 570-4 is also 
posted at this location, although this station is not currently regulated by the Water Licence. 
 
The Clearing Lake Sewage Lagoon is a natural lagoon that operates with continuous discharge into the adjacent 
natural wetland.  Figure 3-1 below illustrates the sewage treatment process.  Freeze-up of the lagoon typically 
happens in early October, and break-up is in late May or early June. 
 
The lagoon covers an area of approximately 290,000 m2 and is about 1.5 m (5 ft) deep.  The lagoon can therefore 
hold roughly 435,000 m3 of sewage.  For an average sewage input of 87 m3/day (with sewage production assumed 
equal to potable water use), the lagoon theoretically provides a retention time of 5018 days (14 years). 
 

 
Figure 3-1: Aklavik Sewage Treatment Schematic 
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Figure 3-2: Infrastructure Locations 



AECOM Hamlet of Aklavik Background Report for Water Licence Renewal 

 

RPT-2014-08-15-Background For WL Renewal-60317543.Docx 5  

 
 
Figure 3-3: Sewage Lagoon Site Plan 
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3.1.1 Effluent Discharge 

Effluent discharges continuously from the Clearing Lake Sewage Lagoon into the adjacent wetland area.  The outfall 
point is on the west side of the lagoon, across from the sewage truck discharge area.   
 
The lagoon outflow point is SNP station 570-3.  This station is accessed by canoe launched from the sewage truck 
dump area. 
 

3.2 Solid Waste Facility 

Solid waste is collected from Aklavik by truck and deposited at the Clearing Lake Solid Waste Facility (landfill) near 
the Sewage Lagoon.  See Figure 3-4 for a site plan of the landfill.   
 
A local contractor, Michael Greenland, trucks Aklavik’s solid waste to the landfill.  Approximately four truckloads of 
solid waste are collected daily from Aklavik and taken 2 km north to the Clearing Lake landfill.   
 
There is a gate at the entrance to the landfill site, located just past the tank farm.  This gate is normally unlocked to 
prevent residents leaving garbage on the road if they can’t access the landfill.  The road continues a short distance 
past the landfill site to the sewage lagoon truck discharge area.   
 
The Clearing Lake landfill is located east of the Clearing Lake Sewage Lagoon.  The landfill is a ground-level site, 
with low berms surrounding the bulky metal waste and honeybag areas.  The entire site covers approximately 
20,000 m2 (235 m x 85 m).  The landfill is not fenced, but is surrounded by trees, which help keep windblown debris 
contained. 
 
The landfill is organized to segregate some types of waste.  Some signs are present, such as a "Danger: Solid 
Waste Site" near the entrance, "Metal Only", "No Dumping Garbage", etc.  A bulky metal waste area is located north 
of the access road; this area is currently close to full.  The rest of the landfill is south of the road.  Hazardous wastes 
(tires, batteries, etc.) are separated from other wastes.  There is a partially bermed pit for honeybags, however, all 
residents of Aklavik now use trucked sewage pumpout from tanks.  Domestic waste is located in the area at the back 
(south side) of the landfill site.   
 
A rough estimate for the capacity of the entire landfill site is 40,000 m3, assuming the entire site of 20,000 m2 is built 
up to a height of 2 m.  The domestic waste disposal area is about 45 m x 80 m (3,600 m2), so the capacity of this 
area is approximately 7,000 m3.   
 
The landfill receives some industrial waste from housing construction and other contractors.   
 
One domestic solid waste area at the Clearing Lake landfill was filled in 1993.  A new section was cleared and the 
old cell was partially covered with soil.   
 
The Hamlet currently does not burn waste at the landfill.   
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Figure 3-4: Landfill Site Plan 
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4. Water Licence and Annual Reports 

4.1 Water Licences and Amendments 

Aklavik's Water Licence was first issued as N3L4-0570 in 1984 by the Northwest Territories Water Board (NWT WB).  
The Hamlet currently holds Licence N3L3-0570 with the NWT WB for municipal waste disposal, and Licence G99L3-
003 with the Gwich'in Land & Water Board (GLWB) for municipal water use.  Table 4-1 provides a summary of the 
Hamlet’s recent water licences. The Hamlet is currently applying for a renewal of Licence N3L3-0570 with the NWT 
WB. 
 
Table 4-1: Summary of Recent Water Licences 

Effective Date Expiry Date Water Board Licence # Licence Scope 

August 1, 2009 November 30, 2019 Gwich’in LWB G99L3-003 Municipal Water Use 
June 29, 2009 November 30, 2014 NWT WB N3L3-0570 Municipal Waste Disposal 

 
Aklavik’s current Water Licence requires that the Hamlet conduct a Surveillance Network Monitoring Program (SNP).  
There is one SNP monitoring station at Aklavik's waste disposal site, SNP 570-3, at the point where effluent 
discharges from the Sewage Lagoon.  The Hamlet’s SNP requires that effluent from the Sewage Lagoon be 
sampled at 570-3 once in spring, immediately after break-up of the Lagoon, and once in fall, prior to freeze-up.   
 
To meet the current Licence requirements, effluent leaving the lagoon at SNP 570-3 must meet the effluent quality 
standards in Table 4-2 below.     
 
Table 4-2: Sewage Lagoon Effluent Quality Standards 

Sample Parameter Maximum Average Concentration 

Faecal Coliforms 10,000 coliforms per 100 mL 
Biological Oxygen Demand (BOD5) 120 mg/L 
Oil and Grease 5 mg/L and no visible sheen 
Total Suspended Solids (TSS) 180 mg/L 
pH Between 6 and 9 

 

4.2 Water Licence Annual Reports 

The Hamlet submitted Water Licence Annual Reports for 2009, 2010, 2011, and 2012.  A report was apparently not 
submitted for 2013, likely due to staff turnover as the Hamlet’s new Senior Administrative Officer (SAO) started in 
May 2014 after the previous SAO had been away on medical leave. 
 
The amount of sewage generated at Aklavik is assumed to be the same as the amount of potable water used.  
Average water use was 31,640 m3 per year from January 2009 to December 2012.  This is an approximate use of 
138 litres per capita per day.  The annual water use is shown in Table 4-3. 
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Table 4-3: Water Consumption by Group User (cubic metres) 

Year Residential Commercial Government Total 

2009 13,100 2,191 15,638 30,929 
2010 13,348 2,375 15,790 31,513 
2011 13,485 2,612 15,461 31,557 
2012 13,724 2,580 16,261 32,566 

 
The Hamlet took at least three samples of sewage lagoon effluent over the course of the current Water Licence, but 
only one set of laboratory results was included in the Hamlet’s annual reports and available for this report.  Table 4-4 
below summarizes the sampling done from 2009 to 2013 at the sewage lagoon discharge location SNP 570-3. 
 
Table 4-4: Sewage Lagoon Effluent Quality at SNP 570-3 

Parameter Units July 10, 2009 July 15, 2011 Fall 2013 

pH pH units 7.34 AANDC Inspector’s report 
from August 26, 2011 
noted that Hamlet staff 
had sampled the sewage 
lagoon discharge on 
July 15, 2011, and that 
sample results were below 
the discharge criteria. 

Hamlet Foreman 
reported that a sample 
was taken and sent to 
lab in Yellowknife, but he 
did not have a copy of 
the results. 

Total Suspended Solids mg/L 66 

Biochemical Oxygen Demand mg/L Note 1 

Faecal Coliforms CFU/100 mL Note 1 

Note 1: Sample received at laboratory past allowable hold time; analysis not possible. 
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5. Past Performance 

5.1 Inspection Reports, 2009 - 2013 

This section summarizes the Indian and Northern Affairs Canada (INAC) / Aboriginal Affairs and Northern 
Development Canada (AANDC) inspection reports from 2009 to 2013 on Aklavik’s waste disposal system.  AANDC 
inspections are done to provide a general summary of the state of the infrastructure and current operation of the 
facilities operating under a water licence, highlight any concerns, and determine a community’s compliance or non-
compliance with its water licence. 
 
The following tables present a summary of comments from Inspection Reports from 2009 to 2013.  Table 5-1 
presents comments on the Hamlet’s waste disposal facilities, and Table 5-2 shows comments on the Hamlet's SNP 
and records and reporting requirements.  Table 5-3 summarizes the non-compliance items / violations that the 
Inspector identified for Water Licence N3L3-0570. 

Table 5-1: Summary of AANDC Inspections (Waste Facilities) 

Inspection Details Concerns Notes 

August 26, 2011  
by Jan Davies 

1. Ensure solid waste signs are in the appropriate 
locations.  Additional signage needed for bulk metal 
waste, white metal waste, hazardous waste, etc. 

2. Warning signs needed to identify waste facilities. 
3. Erosion at sewage discharge chute. 
4. Ensure vehicles, engines etc. have fluids cleaned out 

properly to avoid contamination issues.  
5. Confirm drums are emptied as per GNWT Guidelines 

before they are taken to Solid Waste Disposal Facility 
(SWDF). 

6. Household waste cell does not appear to be covered 
on a regular basis.  Cover waste to control windblown 
debris and prevent wildlife issues (bears). 

7. Waste oil containers need proper storage and 
disposal.  Hamlet needs to collect oil/glycol to send 
out for proper disposal, or burn in a used oil burner. 

8. Hazardous waste should be stored in an area with a 
containment berm.  This storage is temporary prior to 
disposal at approved and designated facilities.  For 
oil spills, make sure soil is cleaned up, contained and 
properly disposed of. 

9. Operation & Maintenance Plan needs to be updated 
and followed. 

10. Ensure waste containers at SWDF from Water 
Treatment Plant are rinsed and cleaned thoroughly. 

11. Fuel and sewage tanks need to be empty and 
sealed. 

12. Construction & demolition material needs to be 
segregated and/or covered. 

13. Sewage Treatment Plan due June 2011 was not 
submitted to NWT Water Board. 

14. Sewage lagoon discharge was sampled July 15, 
2011.  Sampling needs to be done twice per year. 

15. Emergency release of about 34,000 L of sewage 
occurred May 21 – 23, 2011. Spill Contingency Plan 
needed with measures to handle flooding situations, 
e.g. extra sewage tank storage or more frequent 
emptying of sewage tanks around flooding season. 

1. Gated entrance and drop-off bin were removed 
during inspection.  Gate has been re-installed.  New 
sewage discharge chute has been installed. 

2. A lot of work was done by the Hamlet to improve the 
SWDF.  Fill was placed over part of bulky waste cell; 
there is more crushed metal waste including vehicles.  
Water samples were taken from the waste vehicle 
cell which had filled with water as of the September 
2, 2010 inspection and had evidence of hydrocarbon 
contamination.  Samples results showed below 
detection or low levels of oil.  Vehicles have since 
been pulled from the flooded cell.  There is no longer 
a sheen/oil present in the cell. 

3. The location where asbestos is buried at the SWDF 
needs to be recorded for future activities. 

4. It is understood that the Hamlet is looking for a new 
location for the SWDF. 

5. Culvert was replaced on the gravel access road. 
6. New bermed area for honey bags noted on the left 

side of entrance to the SWDF. 
7. Efforts are being made to segregate construction 

debris, tires, fuel tanks and whit e metal waste. 
8. Signs and fencing are being used to direct people 

where to dispose of various waste. 
9. Hamlet has a designated burn bin for burning 

approved materials. 
10. Contaminated soil needs to be sent to a proper 

disposal facility or dealt with properly. 
11. Operation & Maintenance Plan is due June 30, 2012. 
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Inspection Details Concerns Notes 

November 18, 2009  
by Jan Davies 

1. A sewage lagoon effluent sample was taken in July 
2009.  Please ensure sampling is done twice per 
year as required by the Surveillance Network 
Program. 

2. Erosion present at sewage disposal chute. 
3. A lot of work has been done to improve the SWDF.  

Vehicles are being separated and crushed; vehicular 
fluids have been removed.  The Water Board needs 
to confirm whether the current cell for vehicle 
disposal is approved. 

4. Signs should be posted for wood waste, empty 
drums, and hazardous waste. 

5. The location where asbestos is buried at the SWDF 
needs to be recorded for future activities. 

6. Bags of black sand were found at SWDF.  Thought to 
be filter sand from the pool or the Water Treatment 
Plant. 

7. Contaminated soil needs to be sent to a proper 
disposal facility or dealt with properly (contained with 
geotextile liner and berm).   

8. Hamlet needs to notify an Inspector when 
contaminated soil is deposited at the SWDF. 

9. During 2008 inspection there was a sheen on water 
in the wetland and ditch outside the perimeter road 
on the east side of the Bulky Waste Metal Area.  If 
there is a sheen present, samples need to be taken. 

10. Make sure there is an adequate berm for the Honey 
Bag Pit that is long enough and surrounds the whole 
pit. 

11. O&M Plan needs to be updated and followed. 
12. A berm should be constructed around the hazardous 

waste area to provide better containment.  Ensure 
the hazardous waste area is organized and spills are 
cleaned up.  Hamlet should not store hazardous 
waste (oil, batteries etc) permanently at the SWDF 
and should take effort to dispose of this waste 
properly.  

1. SWDF has gated access.  There is a drop off bin for 
after hours disposal. 

2. Signs and fencing are being used to direct people 
where to dispose of various wastes. 

3. Batteries are taken for storage at the Hamlet. 
4. No evidence of burning at the time of inspection.  

Hamlet has designated a burn bin for burning 
approved materials. 

5. Sewage Treatment Plan is due June 30, 2011 and 
Operation & Maintenance Plan is due June 30, 2012. 

 
Table 5-2: Summary of AANDC Inspections (SNP and Reporting) 

Inspection Date Records & Reporting SNP 

August 26, 2011  
by Jan Davies 

1. The Hamlet must provide a map or drawing 
indicating the locations of SNP sampling locations. 

2. Conduct sampling at lagoon discharge twice per 
year as per the SNP. 

3. Signs need to be posted for the Sewage Disposal 
Facility and Solid Waste Disposal Facility. 

4. Spill contingency plan not submitted. 
5. 2010 annual reports were provided, but late.  

Annual reports are still required for years 2004 – 
2008 for licence N3L3-0570. 

 

November 18, 2009  
by Jan Davies 

1. Annual reports not submitted from 2004 – 2008. 
2. The Hamlet must provide a map or drawing 

indicating the locations of SNP sampling locations. 
3. A sign needs to be posted for the Sewage Disposal 

Facility. 
4. Conduct sampling at lagoon discharge twice per 

year (once after breakup and once prior to freeze-
up) as per SNP. 

1. Spill contingency plan is due June 30, 2010. 
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Table 5-3: Summary of Non-compliance Items from AANDC Inspections 

Inspection Date Non-compliance / Violation of Act or Licence 

August 26, 2011  
by Jan Davies 

1. File annual report 
2. Submit a map or drawing indicating the location of SNP sampling 

stations 
3. Post signs to inform the public of Waste Disposal Facilities 
4. Segregate and store hazardous waste to the satisfaction of an 

Inspector 
5. Submit Spill Contingency Plan 
6. Submit Sewage Treatment Plan 
7. Implement the Spill Contingency Plan, Sewage Treatment Plan 

and Solid Waste O&M Plan 

November 18, 2009  
by Jan Davies 

1. File annual report 
2. Comply with SNP 
3. Submit a map or drawing indicating the location of SNP sampling 

stations 
4. Post signs to inform the public of Waste Disposal Facilities 
5. Contain all contaminated soil to the satisfaction of an Inspector 
6. Segregate and store hazardous waste to the satisfaction of an 

Inspector 

 

5.2 Compliance Reports 

A Compliance Report indicates any non-compliance with the Water Licence terms during a particular calendar year 
in order to identify problem areas.  AANDC did not prepare any compliance reports for Aklavik between 2009 and 
2013. 
 

5.3 Emergency Release of Sewage 

There was an emergency release of sewage for two days in May 2011 (May 21-23) when the sewage lagoon was 
inaccessible due to flooding.  According to the Hamlet’s Annual Report, sewage was discharged at the road by the 
tank farm, after consultation with INAC. 
 
A second emergency release occurred in June 2013 when flooding again prevented access to the Aklavik sewage 
lagoon.  AANDC Water Resources approved this release verbally and in writing on June 1, 2013.  Sewage was 
discharged at the airstrip. 
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6. Recent and Planned Improvements 

6.1 Recent Improvements 

The Hamlet has made improvements to its waste infrastructure and operation, records and reporting practices in the 
past five years, including: 
 
‚ Installed a new sewage discharge chute (in 2011 or 2012) 
‚ Improved sampling by taking samples of sewage lagoon effluent in 2009, 2011, 2013 
‚ Built a new bermed area for honeybags on the left side of entrance to the landfill, to address Inspector’s 

concerns that the previous berm was inadequate (between 2009 and 2011) 
‚ Added a gate at the landfill entrance (2009) 
‚ Worked to segregate solid waste at the landfill 
‚ Submitted annual reports for 2009, 2010, 2011, and 2012 
‚ Completed a Spill Contingency Plan (in 2011) and a sewage treatment and solid waste facilities Operation & 

Maintenance Plan (in July 2012) to meet conditions in the current Water Licence. A copy of the Spill 
Contingency Plan is attached in Appendix A for reference. 

 

6.2 Planned Improvements 

The Hamlet has started planning for a new site for the waste facilities, to address problems caused by flooding.  The 
planning and design will take place over the next few years. 
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7. Conclusions and Recommendations 

Over the most recent term of its Water Licence (2009 – 2013), the Hamlet of Aklavik has had non-compliance issues 
related to the SNP, signage, records, and reporting components of the Water Licence.  In addition, the AANDC 
Inspector had concerns regarding the hazardous waste and contaminated soil storage areas at the Solid Waste 
Disposal Facility.   
 
The Hamlet appears to be complying with the Water Licence sewage lagoon effluent quality requirements, based on 
the analysis results for two samples.  AECOM recommends that the Hamlet increase its efforts to take samples and 
submit the results every year as required by the water licence. 
 
Some significant improvements have been made over the term of the current Water Licence.  For example, the 
Hamlet submitted annual reports regularly from 2009 to 2012, whereas during the previous Water Licence term 
Annual Reports were not consistently submitted.  The Hamlet has made efforts to improve the layout and operation 
of the Solid Waste Disposal Facility, as described in Section 6.1. 
 
The Hamlet will continue to work on managing and segregating waste at the landfill.  The Hamlet also intends to 
build new waste disposal facilities at a different site in a few years, which will address problems caused by flooding.  
Aklavik’s waste facilities have served the community successfully, and should continue to do so in the future. 
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Appendix A 
Spill Contingency Plan 

 


















































